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FIRE AND SMOKE BARRIER (CEILING TILE)

PENETRATION POLICY

1.  
Purpose.  To provide a fire-safe environment of care and to protect patients, personnel, visitors, and property from fire, smoke and other products of combustion by maintaining the integrity of smoke and fire barriers.

2.  
Authority.


a.
National Fire Protection Association (NFPA) 101, Life Safety Code (Latest Edition)


b.
NFPA 80, Fire Doors and Fire Windows (Latest Edition)


c.
NFPA 90A, Installation of Air Conditioning and Ventilating Systems (Latest Edition).

3.  
Policy.  


a.  
Contractors, In-House Maintenance Personnel, and personnel (e.g., Information Management and staff) shall obtain a permit from Facilities Management before beginning work that requires penetration of smoke and fire barriers.


b.
Work permits will not be issued on a blanket basis, except as related to multiple violations in a single job (e.g., cable and electrical conduit penetrating several fire walls).


c.
Holes and spaces in fire or smoke barriers shall be repaired in an approved manner as soon as feasible after work is completed.

4.  
Responsibilities.  



a.
The Facilities Manager will:



1.
Administer the Fire and Smoke Barrier Penetration Policy and Permit Program.



2.
Conduct final inspections of work areas before closing out permits. 



3.  
Regularly inspect smoke and fire barriers, ceilings, and floors to verify continuity and complete repairs as necessary.  



4.
Regularly inspect door assemblies and other protective devices (e.g., fire shutters, dampers) installed within smoke and fire barriers to verify proper operation and complete repairs as necessary.


b.
Contractors and personnel will:



1.
Obtain a Smoke and Fire Barrier Permit before beginning work, and maintain a copy of the permit in the work area at all times.



2.
Repair holes and spaces in an approved manner.



3.
Notify Facilities Management during work if there are questions regarding repairs and after repairs are completed to schedule a final inspection.

5.  
Procedures.


a.  
Permits will be obtained from Facilities Management, Room, xyz, between 0800-0900 Monday through Friday.  


b.
All holes and spaces in fire and smoke barriers will be protected as follows:



1.  Filled per HILTI Manual with HILTI FIRESTOP
 capable of maintaining the fire resistance of the smoke or fire barrier.



2.
Sleeves, where required, shall be solidly set in the smoke or fire barrier and the space between the items shall be filled with an approved material capable of maintaining the fire resistance of the smoke or fire barrier.



3.
Insulation covering pipes and ducts passing through smoke and fire barriers shall be capable of maintaining the fire resistance of the barrier.



4.
White silicone caulking shall be used
 to seal ceiling tile penetrations.
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FIRE AND SMOKE BARRIER PENETRATION PERMIT

	

	Permit Number:
	Issue Date:

	Approved By (Facilities Management Representative):


	Estimated Completion Date:



	Permit issued to (Department/Contractor name, individual’s name, phone number)



	

	Location of barrier(s) to be penetrated (building number, wing, floor, room number)

(Attach sketch if applicable)



	

	Location of ceiling tile(s) to be removed (building number, wing, floor, room number)

(Attach sketch if applicable)



	

	Reason for penetration:



	Final Inspection by Department/Contractor Representative:

Date:
	Facilities Management Representative:

Date:

	


INSTRUCTIONS:

1.
Maintain a copy of this permit at the work area at all times.

2.
Promptly repair penetrations in an approved manner.  Contact Facilities Management if there are any questions regarding the repairs.

3.
Notify Facilities Management when repairs are completed to schedule final inspection.
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